1. REVIEW ROOF PLAN WITH VACOTR PRIOR TO START. VERIFY ALL MISCELLANEOUS

EQUIPMENT TO BE DEMOLISHED NOT SHOWN ON PLAN.
@ @ 2. DEMO EXISTING ROOF TO STRUCTURAL DECK. PERIMETER ALUMINUM COPING
DETAIL TO REMAIN.

3. REFERENCE RECYCLING SPECIFICATION FOR ALL DEMOLISHED DEBRIS.
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ROOF GENERAL NOTES

1. ALL NEW ROOF COVERINGS SHALL BE APPROVED OR LISTED BY A NATIONALLY
RECOGNIZED TESTING LAB FOR COMPLIANCE WITH UL STANDARD 790 AND SHALL
BE CLASS B MINIMUM. ROOF DECK ASSEMBLIES SHALL BE FM CLASS | APPROVED,

————— OR SHALL BE UL LISTED AS FIRE-CLASSIFIED (1-HR).
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2. ROOF SLOPE 1/4" PER FOOT TYPICAL.

3. LOCATE ALL NEW OVERFLOW DRAINS 2'-0" UP SLOPE FROM ROOF DRAINS.

4. CONTRACTOR TO PROTECT ROOF MEMBRANE ATALL TIMES DURING
CONSTRUCTION- ESPECIALLY DURING THE FABRICATION AND INSTALLATION OF

three inches

THE AHU STEEL STRUCTURES.

5. KEEP ROOF CLEAR OF ALL DEBRIS ATALL TIMES.
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: 6. GENERAL CONTRACTOR IS RESPONSIBLE TO SLOPE ALL SURFACES FROM NEW
e | | INSTALLED ROOF COMPONENTS TO THE EXISTING DRAINS.
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- | | 7. THE ROOF CONTRACTOR IS RESPONSIBLE FOR SEALING AND FLASHING ALL
L : PENETRATIONS, WHETHER INDICATED ON DRAWINGS OR NOT, ACCORDING TO THE
o | | ROOF MANUFACTURER WRITTEN INSTALLATION INSTRUCTIONS. (CONVENTIONALLY
| | | NOT ALL MISCELLANEOUS DEVICES/ PENETRATIONS ARE INDICATED ON PLANS)
” ~ ~ 8. THE GENERAL CONTRACTOR SHALL SCHEDULE AND ATTEND A PRE-INSTALLATION
2 | | | | | CONFERENCE, ON SITE, WITH THE OWNER, ARCHITECT, AND ROOFING SUB-
0 ~ , , ~ ~ CONTRACTOR PRIOR TO THE START OF THE ROOFING INSTALLATION.
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